
13.04.050 – Water regulating device required - Limitation on use of water

Any air-conditioning system having five tons of capacity, or more, and installed before November 1, 1958, and
any air-conditioning system having three tons of capacity or less, and installed on or after November 1, 1958,
shall be equipped with a water regulating device and shall be limited to the use of water from the city mains at a
rate not to exceed 0.2 gallons per minute per ton of capacity.
(Prior code : § 15.403(C))
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